SEWER AND WATER NOTES

. ALL MATERIALS FOR SEWER AND WATER SYSTEMS SHOWN SHALL BE SUPPLIED AND INSTALLED IN ACCORDANCE
WITH THE LATEST APPLICABLE SPEGIFICATION OF PRINCE GEORGE COUNTY.

2  AlLL WORK SHALL BE SUBJECT TO INSPEGCTION BY UTILITY DEPARTMENT OFFICIALS. THE CONTRACTONR SHALL
BE RESPONSIBLE FUR NOTIFICATION OF APPROPRIATE COUNTY OFFICIALS 48 HOURS PRIOR TO START OF WORK,

DRAINAGE SUMMARY - SECTION THREE

126 DI-3B, L = 8, TOP = 129.25
INV. = 124.86 X MINIMUM CLEAR COVER FOR ALL WATER PIPE SHALL BE L5 FEET.

4. THE UTILITY TRACTOR IS RESPONSIBLE FOR OBTAINING ANY HIGHWAY PERMITS AND SEND A COPY TO THE
127 120° - 15" RCP, CLASS 111, S = 0.80% COUNTY PRIOR TO START OF CONSTRUCTION. =

INV. IN = 124.86 INV. OUT = 123.50 5 ANY LOT WTH LESS THAN 50 FEET OF FRONTAGE SHALL HAVE FRONT CORNERS OR END OF 6’ CONNECTION '
| STAKED PRIOR TO CONSTRUCTION OF A 8' SEWER SERVICE.

0. SCWER PIPE SHALL BE PVO. ALL SEWER JOINTS SHALL BE CLASS A. BEDDING SHALL BE CLASS B MINIMUM;
BEDDING SHALL BE AS SHOWN IN DETAIL ON SNEET 2 OF 7.
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C/L DATA
A=4°06'43"
L=107.65 "
R = 1500.00

7. SEWER GRADES ARE BASED ON U.S.C AND G S DATUM,

8. MJA@W SHALL INSTALL 8" SEWER SERVICE CONNECTIONS TO ALL LOTS (R/W LINE OR EDGE OF EASEMENT)
AS SHOWN. '

B. ALL WATER SERVICES ARE TO BE COPPER TYPE X, DRAWN TUBING.

10, LHE mﬁmrmcmv WILL INSTALL ALl WATER CONNECTIONS AND METER BOXES.
ETER BOXES ARE TO BE 24 IN HEIGHTS.

1. FIRE HYORANT PUMPER CONNECTIONS SHALL FACE IN THE DIRECTION OF THE ARROW

12. THE EXACT MANHOLE TOP SHALL BE ON THE SAME GRADE AS THE FINISHED ROAD GRADE AND AS NOTED ON
SEWER CUT SHEETS. -

15, BACKFILL FOR ALL UTHITIES MTHIN PROPOSED SUBDIMSION STREETS SHALL BE FLACED GEMERALLY IN

ACCORDANCE WITH PRINCE GEORGE COUNTY SPECIFICATIONS, AND THE FOLLOWING CRITERIA: (1) NO TRENCH SHALL
BE BACKFILLED UNTIL AUTHORIZED BY THE COUNTY. MATERIALS USED FOR BACKFILL FROM THE BOTTOM OF

THE TRENCH TO 12" (TWELVE INCHES) ABOVEE THE PIPE SHALL BE SELECT MATERIAL, FREE FROM FROST, LARGE
QW§ STONES AND DEBRIS, AND SHALL BE THOROUGHLY AND CAREFUALY COMPAGTED. 2. BACKFIL SHALL BE
COMPACTED 8Y MECHANICAL TAMPING THROUGHOUT THE DEPTH OF THE TRENUH TO INSURE A SUITABLE SUBBASE,
ACCEPTABLE TO THE ROAD ENGINEER, IF THE MATERIAL 1S TAKEN FROM THE DITCH IS NOT SUITABLE FOR BACKFILLING
T SHALL BE REMOVED AND ACCEPTABLE MATERIAL USED FOR BAOKFILLING THE TRENCH.

14. THE ENGINEER WL CERTIFY THAT THE ROADS ARE MITHIN 6° OF SUBGRADE BEFORE WATERLINE
CONSTRUCTION CAN BEUGIN.

15, FOR SEWER AND WATER INSTALLATION WITHIN EXISTING VDOT R/W- UTILITY CONTRACYORS MUST NOTIFY VDOT WHEN
INSTALLATION BEGINS SO THAY DENSITY CAN BE TESTED (95X © OPTIMUM MOISTURE +20%).

18. CONIRACTOR SHALL VERIFY LOCATION AND ELEVATION OF ALL UNDERGROUND UTHITIES SHOWN ON THE PLANS IN
ARFAS OF CONSTRUCTION PRIOR TO STARTING WORK. CONTACT ENGINEER IMMEDIATELY, IF: LOCATION OR ELEVANION
IS DIFFERENT FROM THAT SHOWN O THE PLAN, OR IF: THERE APPEARS 1O BE A CONFLICT, AND UPON DISCOVERY
OF ANY UNLITY NOT SHOWYN ON THE PLAN. TO MISS THE UTHITY CALL WISS UTILITY® OF CENTRAL VIRGINIA:
1-800—552—7001 (TOLL FREE).

17, THE INSTALLATION OF BACK FLOW DEVICE IS REQUIRED IN ALL HOUSES BHESE THE FINISHED FLOOR ELEVATION IS
LOWER THAN UPGRADE MANHOLES. THIS DEVMCE WILL BE INSPECTED BY IHE COUNTY BUILDING INSPECTOR.
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18. INDIVDUAL WATER SERMCES TD BE 3/4"
19, ALL WATERLINE VALVES MUST BEF LOCATED ON THE TEEF OR CROSS WMEN APPLICABLE.
20 ALL MANHOLES IN UTILITY EASEMENTS ARE T HAVE THE CONCRETE SECTION EXTENDED ONE FUOT ABOVE THE GROUND

2. USE OF HEIGHT ADMISTMENT RINGS BALL NOT BE ALLOBED EXCEPT UNDER PAVED SURFACES WHERE A HAXIMUM OF
ONE RING 1S PERMITIED. | |

22 A SHOOTH TRANSITION OF DROP MANNMOLE MUST BE PROVIDED FOR EACH LATERAL OR SANITARY SEWER ENTERING

A SANITARY MANHOLE,

23 ALL FIRE HYDRANTS SHALL BE O.SHA YELLOW WN OOLOR.

24 A W' AND "S” SHALL BE STAMPED ON THE CURE WHILE THE CONCRETE IS STHL WET. THESE MARKS
SHALL INDICATE THE ACTUAL LOCATION OF THE WATER AND SERER CONNECTIONS FOR EACH LOT.

25 METER BOXES PROVIDED SHALL BE CAST IRON 12°x18" WITH CAST IRON UPS. THE METER ASSEMBLIES ARE TO BE RN S
SUPPUED WTH NEPTUNE PROREAD A.R.B. SYSTEMS ATTACHED TO THE LID. METERS ARE TO BE COMPATBILE WITH B N
THE PROPOSED SYSTEM. 28870 AL S
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PRIME COAT OF RC-260 AT 0.3 GAL./SY.

23 P STANDARD CONNECTION FOR STREET INTERSECTIONS  [hEchcaro | 2 SM-2A ASPHALT
TO BE USED ONLY WHEN MAIN ROADWAY PAVEMENT IS OTHER THAN REINFORCED CONCRETE!  soz ]

! 2 / 2 E
: /‘9 2 O T VIRGINIA DEBARTMENT LF TRANSPORTATION : §
.l- ‘ |‘1 .!:-L -, I'..l" A - t- i F;:

GEO

BAXTER
SECTION

RIVES

B e R N g e o e o e & A T TP T i TP i P i B iy R e o S - et

— P . o, -

"

" i ol ':l'

- %
! o
%.

L N P e

R
#

#,
¥ TRENS~ 4 27~
[ Qi‘ _____________ .
3 X , -
“‘3.1 P — ¢ BACKFAL PLACCD B
b IR % 7 COMPACTED N 6L AYERS
"-.\I

el il

LiJ
QO
=
0
al

MATERIALS LIST I I GRS
BAXTER RIDGE SECTION THREE 00y | Q -
Yo fomn N L ! 45125 6 5’

- CRUSKHED STONE ] , +

32 8/¢c 1D B/C !

25,25, T HEM

EVEEYES PER COUNTY |

Sﬁﬂltaf}" Sewer ® R T | . 3 l
8" PVC Pipe 786.4 L.F STANDASY TRIAZH ks LIS S E
SHLEGE ey _— e Ty ROLL  FACE

M—

. CURR 1 % ‘ ¢ ”
Manhole Frame & Cover 5 Each l S ]__1-;7__ EXTEND STONE & 57 STONE -

Services 10 Each

J’.
I
|

BACKFILL P ACED @ COM- WOODS RIDGE LANE IO+ of to END

Ej.._-,_,.IEE:":*ELf_;_?I.'_1__ ;
Water f:_; _ 1{{ PACTED N 6 LAYERS E N B T
WOODS RIDGE COURT S i

6" Waterline 1610 L.F.

- '\.--

L
T o ]
laqons . aet

ik

£ - -\-. .I -
TRl e -
;.Jj“!"\-':-.'i"l'.'-'.'\-. Praril B R
L R A L) N
A . -
g il r_...' -

oorm T LT

S AW e
- b ER £l

[t . ' . -;. ...:
Wﬁ?‘lﬂ'{f e

8" x 6" Tee ! Each &
6" Gate Valve & Box 4 Each | 2MIN —i Lo N g.';;;f.f.f
8" x 6" Reducer 1 Each mTTy
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WATER AND WASTEWATER SYSTEMS
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