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PUMP STATION NOTES

DESCRIPTION

1. PUMPS SHALL BE GORMAN RUPP T3A3—B SUCTION LIFT PUMPS (OR APPROVED VAPOR TIGHT
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GORMAN—RUPF T3A3-8 SUCHDH“LIFT PUHP
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AGAINST A TOTAL DYNAMIC HEAD OF 60.5 FEET.

BACKUP ENGINE (PROVIDED BY PUMP MANUFACTURER)

2. ALL PIPE AND FITTINGS INSIDE THE WET WELL SHALL BE FLANGED DUCTILE

4" CHECK VALVE (PROVIDED BY PUMP MANUFACTURER)

3. ALL DUCTHLE IRON PIPING IN THE CONTROL BUILDING SHALL Bt CLEANED
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4™ PLUG VALVE (PROVIDED BY PUMP HANUFACTURER)
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WITH AN INDUSTRIAL GRADE CHEMICAL CLEANER, PRIMED WITH A ZINC BASE
SYNTHETIC PRIMER AND FINISHED WITH AN AUTOMOTIVE GRADE ACRYLIC
ENAMEL.
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4. ALL PRE-CAST REINFORCED CONCRETE MANHOLE SECTIONS SHALL CONFORM TO
ASTM C478.
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1/27 STAINLESS STEEL BUBBLER AIR LINE

10. THE 1/2” AIR BUBBLER LINE SHALL BE STRAPPED TO THE SUCTION PIPE
INSIDE THE WETWELL. THE 1/2” AIR BUBBLER LINE SHALL BE A CONTINUOUS _
LENGTH OF PIPE INSIDE THE WETWELL. |

ELECTRICAL NOTES

1. THE CONTRACTOR SHALL COORDINATE ALL
THE POWER COMPANY.

POWER SERVICE CONNECTIONS WITH

EXCAVATION UNDER
BUILDING SHALL Bt
BACKFHILLED ‘HiTH VI}(}T

2. COORDINATE LGCATION OF SERVICE POLE WITH POWER COMPANY, WITHIN A
DHSTANCE OF 250" FROM CONTROL BUHDING. No. 57

3. THE CONTROL PANEL WUST BE A MINIMUM OF 127 OFF OF THE FLOOR.
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