CROUSE—HINDS CONTROLLER #700705-1~4/0-N4
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PEC-52010
(REMOTE) O 120V UNE 1

NEUTRAL
120 VAC 12, 2W

PEC OVERRIDE SWITCH MOUNTED ON THE DOOR

(A) - OBSTRUCTION LIGHT- SINGLE 116W LAMP

~ FLASHING BEACON— 2 x 700W LAMPS

{} — LED INDICATOR- RED
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QrY DESCRIPTION MANUFACTURER CATALOG NO. COMMENTS

i

.1 OBSTRUCTION LIGHTING CONTROLLER CROUSE~HINDS 7007J-1-—4/0-—N4 OR EQUAL

. | PHOTOELECTRIC CONTROLLER CROUSE-HINDS 52010120 VOLTS OR EQUAL -
FLASHING BEACON CROUSE~HINDS 412576 OR EQUAL FLASHING LAMP FIXTURE FOR TOP OF TANK

2 EA. | LAMPS FOR ABOVE- 700 WATT, 120 VOLTS, 6000 HOUR LIFE | CROUSE-HINDS 10047-2543 OF EQUAL O

4 EA. | STEADY BEACON CROUSE—-HINDS 40940-116 OR EQUAL NON FLASHING SINGLE BEACON LOCATED HALF WAY

1

UP THE TANK— LAMPS ARE INCLUDED. L
LOCATE ON OQUTSIDE OF TANK

e P " A

EA. | PHOTOCELL CROUSE-HINDS _"520 10

OBSTRUCTION LIGHTING SCHEDULE

500,000 GAL NOTE: TELEMETRY EQUIPMENT NOT INCLUDED IN THIS CONTRACT
WATER STORAGE TANK HOWEVER, SUFFICIENT SPACE (30” x 30") FOR R.T.U. MUST BE
PROVIDED ON PANEL BOARD.

SURE CONTROL TANK LEVEL

TRANSMITTER
(MODEL AGTL)

TRANSMITTER CONVERTS - SURE CONTROL® REMOTE WATER
WATER LEVEL -TO 4-20Ma TERMINAL UNIT (RTU) RADIO SIGNAL | BoosTER STATION
4-90Ma SIGNAL OR EQUAL RTU
LOCATED IN LOCATED ON TANK
' VALVE PIT ELECTRICAL EQUIPMENT
-\ RACK
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NOT TO SCALE
PANEL NO...civseisrercrissarsccssioserssossensronssasc LA VOLTAGE ...cocvrsecersncssncsessasssnssnsossasennceres 120/208V 1 PHASE/4 WIRE LOCATION ..covvrvressrisrsssssossessascessrcsncncenress ELECTRICAL EQUIPMENT MOUNTING RACK
PANEL TYPE....corrcrrersorssecsessssassensvessensens KOW VOLTAGE WATER STORAGE TANK POWER DISTRIBUTION MAIN BREAKER .....ccvvierviririsissrsssscorcnsnnes 100 AMPS
NO. OF CIRCUITS...cviviererrersrsesessecscrnerce#2 PANEL MOUNTING ...ocovieniorcisanaresassosasans SURFACE

BUS RATING .ovcveeeesseeonessssemmssessonsesssseses FEED (TOP OR BOTTOM).....creeeoreorsesesr TOP
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| CONNECTED CONNECTED B
CIRCUIT BREAKER | CKT. CIRCUIT BREAKER
DESCRIPTION LOAD (KVA) No. s LOAD (KVA) | DESCRIPTION CONDUIT
CONDUCTOR | —<( CONDUCTOR
GROUND |  SiZE FRAME _ GROUND | SIZE
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*NOTE: COORDINATE AIC RAYTINGS WITH UTILITIES
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Raleigh-Durham, NC
2521 Schiefielin Road, Suite 106
Apex, NC 27502
919-367-9997 Fax: 819-3687-9994

MIDDLE ROAD WATER STORAGE TANK

PRINCE GEORGE COUNTY, VIRGINIA
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