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NOTES: S EIFHE
1. FOUNDATION, FLOOR SLAB, AND INLET PIPING THRUST RESTRAINT
TO BE DESIGNED BY TANK MANUFACTURER. SH EET
2. FLOOR SLAB SHALL BE SLOPED 1/4"/ FT TO FLOOR DRAIN. M 2
BEFORE DIGGING CALL "MISS UTILITY"
OF VIRGINIA AT 1-800-552-7001 OF




